
079513 EXPANSION JOINT
ASSEMBLY WITH WATERPROOF MEMBRANE

EXISTING EXTERIOR WALL �
EDUCATION BUILDING

081216 ALUMINUM  CURTAIN
WALL JAMB

088000 GLAZING AS
SCHEDULED

3

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � CORNER MULLION

088000 1" I.G.U. AS SCHEDULED
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SILL
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081216 ALUMINUM STOREFRONT
ASSEMBLY � CORNER MULLION

088000 1" I.G.U. AS SCHEDULED

SILL

1' � 7"
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034900
GFRC COLUMN COVER WITH
CAST IN SLOT FOR GUSSET

PLATE

STRUCTURAL FRAMING; SEE
STRUCTURAL DRAWINGS

6
"

051200 BRACED FRAME; SEE
STRUCTURAL DRAWINGS

COORDINATE WITH GUSSET
AND BRACE SIZES WITH GFRC

COLUMN COVER

ROOF
33' � 0"

074245 ALUMINUM COMPOSITE
PANEL FRAMED INTO CURTAIN

WALL SYSTEM

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � HEAD

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � INSULATION

033000 ROOF SLAB; SEE
STRUCTURAL DRAWINGS

R�19 BATT INSULATION

054000 6" MTL. STUD

COMBINATION VAPOR AND
MOISTURE BARRIER

076200 PRE�FINISHED MTL. PARAPET
CAP

092290 5/8" FIBERGLASS FACED
GYPSUM SHEATHING

075419 SINGLE LAYER PVC COOL
ROOF

076000 SHEET METAL
COUNTERFLASHING

072113 ROOF INSULATION

079202 SEALANT AND BACKER ROD

051200 STL. EMBED AS
REQUIRED

A0423

8
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A0425

SEE FOR PARAPET
FRAMING DETAIL
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2
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LEVEL 2
18' � 0"

081216 ALUMINUM CURTAIN WALL
ASSEMBLY

088000 1" I.G.U. AS SCHEDULED

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � INSULATION

033000 BRIDGE SLAB; SEE
STRUCTURAL DRAWINGS

051200 STL. BENT ANGLE

055000 STL. ANGLE BEYOND

081216 ALUMINUM EXTENSION

093013 CERAMIC TILE; SEE FINISH
DRAWINGS

081216 ALUMINUM CURTAIN WALL
ASSEMBLY

092900 GYPSUM WALL BOARD
CEILING

054000 MTL. STUD FRAMING

1 1/2"

LEVEL 1
0"

088000 1" I.G.U. AS
SCHEDULED

081216 ALUMINUM CURTAIN
WALL ASSEMBLY � SILL

093013 CERAMIC
TILE

079202 SEALANT AND
BACKER ROD

076000 STAINLESS STL. SILL
FLASHING

EXPANSION JOINT

ANCHOR

PAVERS; SEE LANDSCAPE
DRAWINGS

SLOPE 1/
2"

LEVEL 1
0"

1

NOTE: SEE 3/C0803 FOR

FLOW THROUGH  PLANTER

DETAIL

088000 1" I.G.U. AS SCHEDULED

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � SILL

076000 STAINLESS STL. SILL
FLASHING

033300 CAST IN PLACE CONCRETE

0760000 STAINLESS STL. FLASHING
AT WATERPROOFING

071352 MODIFIED BITUMINOUS
SHEET WATERPROOFING

A0423
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071352 PROTECTION BOARD

SOIL

2

ROOF
33' � 0"

055000 STL. ANGLE

088000 1" I.G.U. AS SCHEDULED

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � HEAD

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � INSULATION

033000 ROOF SLAB; SEE
STRUCTURAL DRAWINGS

R�19 BATT INSULATION

054000 6" MTL. STUD

COMBINATION VAPOR AND
MOISTURE BARRIER

076200 PRE�FINISHED FORMED MTL.
PARAPET CAP

092290 FIBERGLASS FACED
GYPSUM SHEATHING

075419 SINGLE LAYER PVC COOL
ROOF

076200 SHEET METAL
COUNTERFLASHING

072113 ROOF INSULATION

055000 STL. EMBED

075419 1/2" COVER BOARD

079202 SEALANT AND BACKER ROD

12

A0425

SEE FOR PARAPET
FRAMING DETAIL
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LEVEL 1
0"

088000 1" I.G.U. AS SCHEDULED

081216 ALUMINUM CURTAIN WALL
ASSEMBLY � SILL

079202 SEALANT AND BACKER ROD

076200 STAINLESS STL. SILL FLASHING

092900 PAINTED GYPSUM BOARD

054000 MTL. HAT CHANNEL

BASE; SEE FINISH PLANS

FLOORING; SEE FINISH PLANS

033300 CAST IN PLACE CONCRETE
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ALIGN

076200 STAINLESS STL. FLASHING

071352 MODIFIED
BITUMINOUS SHEET
WATERPROOFING

1 
1/

2"

071352 PROTECTION BOARD

SOIL

6"

2

ROOF
33' � 0"

088000 1" I.G.U. AS SCHEDULED

081216 ALUMINUM CURTAIN
WALL ASSEMBLY � HEAD

033000 ROOF SLAB; SEE
STRUCTURAL DRAWINGS

R�19 BATT INSULATION

054000 6" MTL. STUD

COMBINATION VAPOR AND
MOISTURE BARRIER

092290 5/8" FIBERGLASS FACED
GYPSUM SHEATHING

076200 SHEET METAL
FLASHING

ROOF INSULATION

079202 SEALANT AND
BACKER ROD

051200 STL. EMBED AS
REQUIRED

2

084126
ALUMINUM
STOREFRTON
SYSTEM

088000 I.G.U.

SILL BELOW

CONCRETE
CURB BELOW

6"

5/8"

LEVEL 2
18' � 0"

A

PARAPET
20' � 7"

076200 PRE�FINISHED
FORMED MTL. PARAPET

CAP

STRUCTURAL SUPPORTS SEE
STRUCTURAL DRAWINGS

075419 SINGLE PLY
"COOL ROOF"

072113 TAPERED RIGID
INSULATION

076200 SHEET METAL
COUNTERFLASHING

076200 SHEET METAL
COUNTERFLASHING

COMBINATION VAPOR AND
MOISTURE BARRIER

079202 SEALANT AND
BACKER ROD

075419 1/2" COVER
BOARD
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EXTERIOR DETAILS � CURTAIN WALL
AND GLAZING
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VA SIMULATION CENTER

ISSUE FOR BID
 3" = 1'�0"

1
PLAN AT SOUTH ENTRY SEISMIC JOINT

 3" = 1'�0"
2

TYPICAL PLAN AT CURTAIN WALL CORNER

 1 1/2" = 1'�0"
3

PLAN AT STOREFRONT CORNER

 1 1/2" = 1'�0"
4

SECTION AT CURTAIN WALL PARAPET

 1 1/2" = 1'�0"
5

SECTION AT LEVEL 2 CURTAIN WALL

 3" = 1'�0"
7

SECTION AT CURTAIN WALL SILL

 1 1/2" = 1'�0"
10

SECTION AT SILL AND FLOW THRU PLANTER

 1 1/2" = 1'�0"
9

SECTION AT SOUTH ENTRY CURTAIN WALL

 3" = 1'�0"
12

SECTION AT WINDOW SILL

 3" = 1'�0"
8

SECTION AT NORTH CURTAIN WALL HEAD

 6" = 1'�0"
13

PLAN AT VERTICAL MULLION AT STOREFRONT

 1 1/2" = 1'�0"
14

SECTION AT CURTAIN WALL AT CORRIDOR C�10
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